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NOTES:
1. REFER TO DRAWING E01 FOR LEGEND AND GENERAL NOTES

2. REMOVE ALL EXISTING LUMINAIRES WHERE THE NEW
COMMUNICATIONS ROOM IS TO BE CONSTRUCTED.

3. REMOVE ALL EXISTING WALL LUMINAIRES INCLUDING SUB-
CIRCUIT CABLING LOCATED ON THE GROUND LEVEL BALCONY.

4.

5. FINAL LOCATION OF DIMMER TO BE CONFIRMED.

6. L5 TO BE MOUNTED TO INSIDE PERIMITER OF PACKED OUT WALL
FRAMED AROUND ARTWORK. ALLOW FOR 12m TOTAL LENGTH.
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1. SUPPLY AND INSTALL THE EIGHT D5 DOWNLIGHTS SO THEY CAN BE CHANGED TO PENDANTS IN THE FUTURE AND BE DIMMABLE. 2.  REFER TO DRAWING E19 FOR THE W2 LIGHT RETICULATION DETAILS.
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