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NOTES:
1. REFER TO DRAWING E01 FOR LEGEND AND GENERAL NOTES

2. COMMUNICATIONS CABLE TRAY FOR FUTURE J BLOCK

3. ABOVE BENCH OUTLETS REQUIRE A MINIMUM DISTANCE FROM
THE SINK IN ACCORDING WITH AS3000:
- SINK ABOVE 40L: 1m ABOVE SINK, 0.5m FROM SIDE OF SINK
- SINK BELOW 40L: 0.4m ABOVE SINK, 0.15m FROM SIDE OF SINK
- 0.6m AWAY FROM SHOWER

4. OUTLETS TO BE MOUNTED BEHIND DISPLAY.

5. CONDUITS TO COVERED WALKWAY, BUS DROP-OFF AND
CARPARK LIGHTING FROM PIT.

6. CONDUITS TO TURN UP WALL INTO CEILING.

7. REMOVE ALL EXISTING POWER AND DATA OUTLETS INCLUDING
CABLING IN THE UNDERCROFT WHERE THE NEW ADMIN FITOUT
IS TO BE CONSTRUCTED.

8. CONTINUES ON DRAWING E23 (STAGE 1C)
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